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Administrations Office
2520 West Washington, Suite 200
Yakima, Washington 98903

Main Office: (800) 452-1510
Fax: (509) 452-5629

Fax Cover Sheet

To: EPA, Underground Storage Tank Division
Attn: “Goeff Keeler
Fax' (206) 553-0165

From: Dustin Ramsey

Che Eagle Group

Administrative Office

2520 West Washington, Suite 200

Yakima, WA 98903
The following 1 page(s) are being faxed to you immediately following this cover sheet (for a
total of 2 pages). .

Notes concerning fax:

Dear Geoff,

The following page consists of the letter faxed to myself from Kennedy Equipment Co., Inc.

It reviews the test of the tank monitoring system conducted on the Eagle Stop & Save
convenience store in Wapato, Washington on January 25, 1996. The tests indicate that the tank
monitor is calibrated and operating within tolerance, and that all functions were normal. The
tanks are numbered 1-3, with the #1 tank closest to the building, and the #3 tank furthest away.
The products in the tanks are as follows: Tank I, Unleaded-Plus; Tank 2, Unleaded; Tank 3,
Super Unleaded. If you have any questions or concerns, please call me.

Thank you,

j«;J{-_ % —
Dustin Ramsey <
Vice-President

The Ryl CErowp
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THE GAS PUMP PEOPLE
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ATT: I'JUSTIN RAMSEY

IN REFERENCE TO THE TIDEL TANK MONITOR AT EAGLE STOP & SAVE
WAPATO WASHINGTON. ON 01-25-96 THE TANK MONITOR WAS CHECKED FOR
ALARMS AND ACCURACY, NO ALARMS WERE NOTED AT THAT TIME. ALSO AT
THAT TIMB THE TANK LEVELS WERE CHECKED RESULTS ARE AS FOLLOWS,
TANK # 1 SUPER UNLEAD STICK READING WERE 29.75" MONITOR 29.81"
TANK # 2 UNLEAD STICK READINGS 61.5" MONITOR 83.5" DIFF 2"
TANK # 3 REGULAR STICK READINGS 47.25" MONITOR 47,33"

AT THIS TIME THE TANK MONITOR WAS OPERATING WITHIN TOLERANCE,

ALL FUNCTIONS AT THIS TIME WERE NORMAL.
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